Inlet fogging of gas turbine engines has attained considerable popularity due to the ease of installation and the relatively low first cost compared to other inlet cooling methods. With increasing demand for power and with shortages envisioned especially during the peak load times during the summers, there is a need to boost gas turbine power. There is a sizable evaporative cooling potential throughout the world when the climatic data is evaluated based on an analysis of coincident wet bulb and dry bulb information. This data is not readily available to plant users. In this paper, a detailed climatic analysis is made of 106 major locations over the world to provide the hours of cooling that can be obtained by direct evaporative cooling. This data will allow gas turbine operators to easily make an assessment of the economics of evaporative fogging. The paper also covers an introduction to direct evaporative cooling and the methodology and data analysis used to derive the cooling potential. Simulation runs have been made for gas turbine simple cycles showing effects of fogging for a GE Frame 7EA and a GE Frame 9FA Gas turbine for 60 and 50 Hz applications.
INTRODUCTION
Gas Turbine output is a strong function of the ambient air temperature with power output dropping by 0.54-0.9% for every 1°C rise in ambient temperature (0.3-0.5 % per 1°F). On several heavy frame gas turbines, power output drops of around 20% can be experienced when ambient temperatures reach 35°C (95°F), coupled with a heat rate increase of about 5%. Aeroderivative gas turbines exhibit even a greater sensitivity to ambient conditions. A representation of the power boost capability for given inlet cooling potential for different types of gas turbines is shown in Figure 1 . This was derived using GTPRO 1 software over a range of turbines. This loss in output presents a significant problem to utilities, cogenerators and independent p ower producers when electric demands are high during hot summer months. In the petrochemical and process industries, the reduction in output of mechanical drive gas turbines often curtails plant output. For example, at some 1 Program by Thermoflow Inc. Older Industrial (Combined Cycle)
5°C

10°C 15°C 20°C
Newer Industrial (Simple Cycle) Older Industrial (Simple Cycle ) liquefied natural gas (LNG) plants, production may have to be curtailed during the hot afternoons when the refrigeration capacity is limited by gas turbine driver power. One way to counter this drop is to cool the inlet air. While there are several cooling technologies available, fogging has seen large-scale application because of the advantage of low first cost when compared to other techniques including media evaporative cooling and refrigeration technologies 2 . Chaker et al [1] has provided a detailed analysis of the evaporative cooling potential in terms of Equivalent Degree Cooling Hours (ECDH) for a large number of sites in the USA. In this paper the same methodology is extended for 106 international locations outside the United States.
A major obstacle faced by gas turbine users in analyzing the potential for fog evaporative cooling is that there is sparse climatic data available in a form that users can make a decision on the benefits of evaporative cooling. The obstacle may be broken into two factors:
(1)] Operators cannot easily locate the appropriate weather data for their site. Much of the data is available at a plant site may be based on average data points with no representation of the values of coincident dry and wet bulb temperatures. This data is invaluable when evaluating any evaporative cooling solution.
(2) Even when some appropriate data is available through web sites or other sources, the data tables and information are not in a format to enables an operator to rapidly access the potential of evaporative cooling. The data has to be considerably massaged and collated before a meaningful estimate can be made of cooling potential at the site.
The object of this paper is to provide an easy to use solution to this problem providing a detailed analysis of multiple locations all over the world to allow users to evaluate power augmentation potential. This paper is intended to allow a rapid evaluation of sitespecific cooling potential. McNeilly [2] has provided an excellent study on the importance of accurate climatic data when evaluating gas turbine inlet cooling projects. The relative potential of different gas turbines to capacity increase due to inlet cooling has been evaluated by Kitchen et al [3] .
In order to keep this paper self contained, some of the basic concepts of fog evaporative cooling are presented below.
OVERVIEW OF POWER AUGMENTATION STRATEGIES
There are several power augmentation strategies for gas turbines. These include:
• Gas turbine inlet refrigeration-utilizing absorption or mechanical refrigeration • Inlet fogging • HRSG supplemental firing -applies to Combined Cycle Power Plants (CCPP) only.
•
Gas turbine water/steam injection A detailed study conducted by Tawney et al [4] evaluated several options for power augmentation for combined cycle power plants.
The results indicated that the option with the minimal EPC cost impact was inlet fogging. Inlet fogging was the only option that provided a small augmentation in heat rate, while the other options all worsened heat rate. In terms of return on equity, the highest return on investment was obtained by the combination of inlet fogging and 2 Cost ratios are about 5:1 but can vary based on project specifics.
supplemental firing of the HRSG. As a practical matter, several CCPPs are adopting fogging as a power augmentation strategy. This trend is being noted not only in the USA but in several parts of the world. Jones and Jacobs [5] have also studied various power enhancement techniques of combined cycle power plants.
OVERVIEW OF EVAPORATIVE COOLING TECHNOLOGIES
Traditional Media Based Evaporative Cooling Technology
Traditional media based evaporative coolers have been widely used in the gas turbine industry especially in hot arid areas. The basic principle of evaporative cooling is that as water evaporates, it cools the air because of the latent heat of vaporization.
Traditional Evaporative Coolers are described in detail by Johnson, [6] .
Evaporative cooler effectiveness is given by:
Where,
T 1 = inlet temperature T 2 = exit temperature of evaporative cooler DB = dry bulb WB = wet bulb A typical value for effectiveness is 85-90%, which implies that the wet bulb temperature can never be attained.
The temperature drop assuming an e ffectiveness of 0.9, is given by:
A psychometric chart can be used to obtain the value of the WBT. The exact power increase depends on the particular machine type, site altitude and ambient conditions.
The presence of a media type evaporative cooler inherently creates a pressure drop that results in a drop in turbine output. As a rough rule of thumb, a 1" WG (2.54 cm WG) increase in inlet duct losses will result in a 0.35-0.48% drop in power and a 0.12% increase in heat rate. These numbers would be somewhat higher for an aeroderivative machine. The key issue with a traditional media evaporative cooler is that this increased pressure drop loss occurs year round even when the evaporative cooler is not in use. Increases in inlet duct differential pressure will cause a reduction of compressor mass flow and engine operating pressure. Increase in inlet differential pressure results in a reduction of the turbine expansion ratio.
The inherent loss of efficiency and increased inlet pressure loss in a traditional evaporative cooling system never allows for the maximum cooling effect to be attained. Water quality requirements are, however, less stringent than those required for direct fog cooling systems.
Inlet Fogging Technology
Direct inlet fogging is a method of cooling where demineralized water is converted into a fog by means of special atomizing nozzles operating at 138 Bar (2000 psi). Details pertaining to the thermodynamics and practical aspects of fogging have been described in Meher-Homji and Mee [7, 8] . The fog provides cooling when it evaporates in the air inlet duct of the gas turbine. This technique allows close to 100% effectiveness in terms of attaining 100 percent relative humidity at the gas turbine inlet and thereby gives the lowest temperature possible (the wet bulb temperature) without refrigeration. Direct high pressure inlet fogging can also be used to create a compressor intercooling effect by allowing excess fog into the compressor, thus boosting the power output considerably. In this paper, consideration is only made of evaporative fogging alone, with no discussion of fog intercooling being considered. A detailed parametric analysis of gas turbine response to fogging has been provided by . An application of fog intercooling on heavy-duty gas turbines is described by Ingistov [10] . A photograph showing a typical high pressure fogging skid is shown in Figure 2 . Figure 2 . Typical high pressure fogging skid. The feed lines from the high pressure pumps to the inlet system can be seen here.
Inlet fogging includes a series of high pressure reciprocating pumps providing demineralized water to an array of fogging nozzles located after the air filter elements. The nozzles create a large number of micron size droplets which evaporate cooling the inlet air to wet bulb conditions. A photo of a nozzle array fogging an inlet duct for a large frame gas turbine is shown in Figure 3 . A typical fog plume emanating from a single nozzle is shown in Figure 4 . 
CLIMATIC AND PSYCHROMETRIC ASPECTS OF INLET FOGGING
Control of Inlet Fogging Systems and the Importance of
Climatic Data.
The control system of most inlet fogging systems incorporates a programmable logic controller (PLC), which is mounted on the highpressure pump skid. Sensors are provided to measure ambient relative humidity and dry bulb temperature. Programming algorithms within the PLC use these measured parameters to compute the ambient wet bulb temperature and the wet bulb depression (i.e., the difference between the dry bulb and wet bulb temperature) to quantify and control the amount of evaporative cooling that is possible at the prevailing ambient conditions. The system turns on (or off) fog cooling stages to match the ability of the ambient air conditions to absorb water vapor. The software would then be configured to adjust the amount of fog injected in proportion to the inlet air mass flow.
By choosing pump displacements (i.e., flow in gpm) it is possible to derive multiple cooling stages with the utilization of different pump combinations.
Obviously, the control of the skid is based on climatic conditions and so the overall utilization of the fogging system at any location, is a strong function of the climatic conditions. It is this reason that makes an accurate understanding of the variations in climatic conditions an imperative. McNeilly, [2] has addressed the area of climatic data for evaporative cooling.
Modeling of Climatic Data
There are numerous problems and traps when modeling climatic data-several of which derive from the concept of "averaging" of data. One example of this is using data such as shown in Figure 5 . This figure provides a correlation of dry bulb and wet bulb averages at a certain site. The graph shows that the linear behavior may lead one to conclude that at a dry bulb temperature of 25°C, the expected wet bulb is 20°C allowing a wet bulb depression of 5°C. (i.e., a measure of evaporative cooling potential). This is totally erroneous as the data was derived by taking the average WB temperature and the average DB temperature and plotting the curve. Consequently, the graph does not reflect coincident WB and DB conditions and will therefore indicate a much reduced cooling potential. It is advisable that the site's temperature profile for a full year of hourly data with the 20-30 year average wet and dry bulb coincident temperatures be considered in the analysis. These data can be used to generate "evaporative cooling degree hour" (ECDH) numbers for each hour of the year and allow a turbine operator to make a very detailed and accurate analysis of potential power gain from inlet fogging. High relative humidity conditions do not occur with high dry bulb temperatures. A typical pattern of variation of dry bulb and wet bulb temperature over a day is depicted in Figure 6 . As can be seen, during the afternoon hours, there is a considerable difference between the wet bulb and dry bulb temperatures. It is this spread that allows the use of fog evaporative cooling.
WB and DB Average Correlations
A common mistake made by users is to take the reported high relative humidity and temperature for a given month and base the design on these. The problem is that the high relative humidity generally occurs time-coincident with the lowest temperature and the lowest relative humidity occurs with the highest temperature. This mistake results in the erroneous conclusion that very little evaporative cooling can be accomplished and has historically been the underlying cause of the maxim that evaporative cooling is not possible in "high humidity regions". 
Fog Evaporative Cooling in High Humidity Regions.
Even the most humid environments allow for up to 8°C (15°F) of evaporative cooling during the hotter part of the day. The term "Relative Humidity" refers to the moisture content in the air "relative" to what the air could hold at that temperature. In contrast "Absolute Humidity," is the absolute amount of water vapor in the air (normally expressed in unit mass of water vapor per unit mass of air).
The moisture-holding capacity of air depends on its temperature. Warmer air can hold more moisture than cooler air. Consequently, relative humidity is highest during the cool morning and evening hours and lowest in the hot afternoon hours. Since inlet air fogging systems cause a very small pressure drop in the inlet air stream, and are relatively inexpensive to install, they have been successfully applied in areas with very high summer time humidity such as the Texas Gulf Coast region or the state of Florida in the USA and in the other high humidity locations in the world. This is because during the hot hours, the coincident relative humidity is typically low.
METHODOLOGY AND ANALYSIS TO CREATE AN INTERNATIONAL DATABASE FOR EVAPORATIVE COOLING DEGREE HOURS.
Data was obtained from a climatic database published by Airforce Combat Climatology Center. The goal of the analysis was to determine the Equivalent Cooling Degree Hours (ECDH) for a variety of locations worldwide. The ECDH is defined as a number that provides the total amount of cooling that can be derived for a given time period. The total ECDH is arrived at by summing the ECDHs derived for the 12 months at a location. Results are shown for approximately 106 cities in Table 1 in Appendix A. For example, the total ECDH for Athens, Greece of 29,900 ECDHs is derived by summing the numbers in that row, from January to December.
The database provides a wide range of information including Dry bulb temperature values, and percentage of occurrence, wet bulb temperatures ranges and coincident dry bulb temperatures, and humidity ratios.
After data was collated from the above data files, a cross check was performed with ASHRE data. Finally, the data was placed in a spreadsheet and then a tabulation provided in the Appendix A was derived. The ECDH was chosen with a lower WBT limit of 55°F (12.8°C) 3 . This was considered a very conservative number to avoid any possibility of inlet icing. Figure 7 through 12 show climatic data for New Delhi, India. Similar sets of curves are presented in Figures  13-17 for Berlin, Madrid, Rio de Janeiro, Riyadh, and Sydney. These curves provide a graphic representation of the availability of cooling in different regions of the world.
The number of ECDHs for which certain wet bulb depression ranges are available are shown in Table 2 of Appendix B. The ranges selected are in groups 0-5°C, 5-10C, 10-15°C, 15-20°C, and >20C. Due to rounding issues and temperature recording approaches, the summation of the ECDHs in this table, may differ up to 5% from the Table 1. 3 Figures 7-12 show the sensitivity of the results to the choice of minimum WBT. 
Use of the Equivalent Cooling Degree Hour (ECDH) Table in Appendix A
Any gas turbine operator can immediately see the potential for evaporative cooling per month in his or her location based on a long term historical database by using Table 1 in Appendix A. The results can be directly read off the tabulation providing the total ECDH and it is relatively easy to compute the kW -hours of capacity available by the use of evaporative fogging. In order to do this, the ECDH number would be multiplied by the turbine specific kW/°C cooling number. This can be obtained from the gas turbine OEM's curves. In order to make the task easier, Table 3 in Appendix C provides a detailed tabulation of over 35 gas turbines (both 50 and 60 Hz operation) with runs made to examine the performance sensitivity to changes in ambient conditions. Gas turbines chosen range from 5-250 MW in output and the temperature effects on power are presented in terms of both power boost% per °C and also in terms of MW/ °C. The use of this table will allow users to make an assessment of their gas turbines.
ECDH data can also be looked at more closely to account for differences in energy market values at different times of the year. For example, examination of data could provide an estimate of the revenue stream during the hot summer months alone. An economic evaluation can then be developed on a month-by-month basis knowing the site-specific economic criteria.
Practical Aspects
If the ECDH number is used to compute MW-hr boost over the year, it is important to note that this would imply that fogging is employed whenever there is even a 1°C depression. In reality there may be a delay set in the control system to trigger the first stage of cooling and also the cooling degre es per stage, would have to be larger than the depression. Typical stage cooling is 1-1.7°C (2-3°F) Further, there is a practical limitation in that in the cooler months, it may be possible that freezing conditions may occur during the early morning and then during the day, an adequate temperature drop may exist. Some operators may drain the skid and hence may not make use of this period of evaporative cooling potential. If power is needed however, then operators may elect to drain during the night and utilize the system during the day. Because of these factors it is impossible to make adjustments in the ECDH tabulation. Users may want to multiply the total number by a factor of 0.97 4 to account for these factors.
Lowest Temperature for Cooling
Table 1 (Appendix A) has been based on a minimum temperature of 12.8°C (55°F). This is a conservative number in terms of anti icing. Several OEMs publish a combination of relative humidity and temperature at which anti icing measures are turned on. With fogging applications where the ending relative humidity is close to 100%, temperatures as low as 10°C can be utilized 5 . However to be on the very conservative side, temperatures of 12.8°C have been considered.
GAS TURBINE SIMULATION
In order to put the entire situation into perspective, a GTPRO simulation was made using a Frame 7121EA and a Frame 9351FA gas turbine in simple cycle configuration (fueled by natural gas) as a reference plant. Salient particulars of this gas turbine are when operating under varying wet bulb depressions of 8 and 12°C from the base temperature are presented in Table 4 (Appendix D)
ECONOMIC CRITERIA FOR INLET COOLING
The specific decision to utilize inlet evaporative fogging technology is an economic one and the total project cost must be evaluated over the life cycle. Because of the varying economic situation in different parts of the country, no economic analysis is presented here. Dominating factors which should be taken into account in doing a study are:
Installed cost of the cooling system in terms of $ /incremental power increase • Amount of power gained by means of inlet air-cooling. This should take into account parasitic power used, and the effect of increased inlet pressure drop. With fogging systems, the maximum parasitic power is in 50-80 kW for larger turbines when the maximum wet bulb depression has to be derived. The inlet pressure drop is almost nil due to the configuration and design of the nozzle array.
• Fuel and demin water costs, and costs of incremental power-i.e., what benefit is attained by the power boost.
• Projected O&M costs for the system • Environmental impact • For cogeneration applications, the time of use electric rates and the power purchase agreement have to be carefully considered • Potential impact on existing emission licenses 4 This factor is an estimate, and may go as low as 0.94 in extreme cold locations.
5 There are several considerations other than just calculating the intake temperature static depression caused by air acceleration to Mach numbers of 0.5 to 0.8. There is also some heating (although small -of the order of 1°C ) due to the condensation that occurs and also due to heat transfer from the number 1 bearing etc. Economic analysis for inlet cooling systems may be found in Utamura et al [11], Ondryas [12] , van Der Linden and Searles [13] and Guinn [14] .
CLOSURE
The paper has provided a tool to easily enable operators in world wide locations to determine the degree of evaporative cooling potential in terms of evaporative cooling degree hours. The analysis and tabulations help users by distilling a huge amount of climatic data into a quick and easy to use format. Any gas turbine operator can use the data to get an idea as to the feasibility of the application of inlet fogging. Further, the data provided would reduce the effort that is needed to make an economic analysis of the potential of evaporative fog cooling. [7] Meher-Homji, C.B., and Mee, T.R. 3-6, 2002 , ASME Paper No: 2002 [10] Ingistov, S. (2000), "Fog System Performance in Power Augmentation of Heavy Duty Power Generating Gas Turbines GE Frame 7EA". ASME International Gas Turbine and Aeroengine Congress, Munich Germany May 8 -11, 2000, ASME Paper No: 2000-GT-305.
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